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SECTION SF 30 BLOCK 14 CONTINUATION PAGE
SUMMARY OF CHANGES

(End of Summary of Changes)

Thefollowing items ar e applicable to this modification:
SECTION 00800 - SPECIAL CONTRACT REQUIREMENTS

SECTION 01010 CHANGES

Delete section 01010 paragraphs 1.1.3, 1.1.3.1 and 1.1.3.2 in their entirety and replace with the new paragraphs
11.3,1.1.31and 1.1.3.2 below:

1.1.3 Utilities: The project includes the construction of new utilities consisting of electric supply
shall be supplied by the base with back-up generators, generator fuel storage, water supply
connect to existing base water system water, sewer system shall be a holding tank designed to be
connected to future base sewer system. Provide sprinkler system with water storage. Contractor
shall relocate sewer lines that run thru middle of site between the existing manholes. New
manholes and sewer piping will be required as indicated in site drawings.

1.1.3.1 Existing communications manhole will be required to be relocated by Contractor to a
location to be designated by the Contracting Officer, or the Contracting Officer’ s Representative.
Refer to drawings for existing location on site.

1.1.3.2 Existing fire hydrant will be required to be relocated by Contractor to a site location
outside the perimeter wall of the JJOC facility. Refer to drawings for existing location on site.

SECTION 01060 CHANGES

Delete section 01060 paragraph 1.3 in its entirety and replace with the new paragraph 1.3 below:

1.3 CONTRACTOR'S MOBILIZATION AREA

The Contractor will be permitted to use an area approved by the Contracting Officer within the
contract limits for operation of his construction equipment and plants, shops, warehouses, and
offices. Thereiscurrently no identified area within the contract limits for mobilization. The
Contractor is responsible for obtaining any required additional mobilization area above that
designated. The construction site shall be cleared of construction debris and other materials and
the arearestored to itsfinal grade.

SITELAYOUT AND FLOOR PLAN
New drawings of the JOC-A site layout and floor plan are provided with this amendment as follows:
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